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#5 BARS
SEE NOTE 4 ON SD-04 (2 OF 2)

|_—(2) #5 BARS 6"

AT EDGE OF MANHOLE

/—#5 DIAGONAL BARS

VARY LENGTH SO CORNERS LAP

T~ 45 @ 5” o.C.

SEE NOTE 2 ON SD—04 (2 OF 2)

STEEL REINFORCEMENT IN ROOF

NOTE
1

. T = WALL THICKNESS, SEE SHEET SD—01 FOR
WALL THICKNESS OF VARYING HEIGHTS.
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. . PIPE TO STRUCTURE COLLAR
- (SEE SD—06)
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REINFORCEMENT PER —41™ | 111 1 NOTES
TABLE ON SD—01 (TYP.) 1. SEE SHEET SD—01 FOR SPECIFICATIONS AND ADDITIONAL
NOTES/DETAILS INCLUDING WALL REINFORCEMENT.
2. CONTRACTOR'S OPTION TO CUT STEEL IN FIELD.
24" DIA. 3. CONTRACTOR IS REQUIRED TO FORM BOTH SIDES OF WALLS.
MAX. 4, USE PRECAST CONCRETE LEVELING COLLAR AS REQD.
UNDER MANHOLE FRAME.
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